Loop Heat Pipe: Simple Thermodynamic

Mohammad Hamdan, and Emad Elnajjar

Abstract—The LHP is a two-phase device with extremely high effective thermal conductivity that utilizes the thermodynamic pressure difference to circulate a cooling fluid. A thermodynamics analytical model is developed to explore different parameters effects on a Loop Heat Pipe (LHP). The effects of pipe length, pipe diameter, condenser temperature, and heat load are reported. As pipe length increases and/or pipe diameter decreases, a higher temperature is expected in the evaporator.

Keywords—Loop Heat Pipe, LHP, Passive Cooling, Capillary Force.

NOMENCLATURES

<table>
<thead>
<tr>
<th>Symbol</th>
<th>Description</th>
<th>Units</th>
</tr>
</thead>
<tbody>
<tr>
<td>$A$</td>
<td>Wick cross sectional area, $m^2$</td>
<td></td>
</tr>
<tr>
<td>$C_p$</td>
<td>Specific heat capacity of the liquid, $kJ/kg.K$</td>
<td></td>
</tr>
<tr>
<td>CPL</td>
<td>Capillary pumped loop</td>
<td></td>
</tr>
<tr>
<td>CPS</td>
<td>Coherent Porous Silicon</td>
<td></td>
</tr>
<tr>
<td>$h$</td>
<td>Enthalpy, $kJ/kg$</td>
<td></td>
</tr>
<tr>
<td>$h_{cc}$</td>
<td>Convective coefficient in the compensation chamber, $W/m^2.K$</td>
<td></td>
</tr>
<tr>
<td>$k$</td>
<td>Thermal conductivity, $W/m.K$</td>
<td></td>
</tr>
<tr>
<td>$\ell$</td>
<td>Pipe length, $m$</td>
<td></td>
</tr>
<tr>
<td>$L$</td>
<td>LHP pipe thickness, $m$</td>
<td></td>
</tr>
<tr>
<td>$M$</td>
<td>Loop heat pipe mass, $kg$</td>
<td></td>
</tr>
<tr>
<td>$\dot{m}$</td>
<td>Mass flow rate, $kg/s$</td>
<td></td>
</tr>
<tr>
<td>$P$</td>
<td>Pressure, $Pa$</td>
<td></td>
</tr>
<tr>
<td>$Q$</td>
<td>Heat flow, $W$</td>
<td></td>
</tr>
<tr>
<td>$R$</td>
<td>Pipe radius, $m$</td>
<td></td>
</tr>
<tr>
<td>$T$</td>
<td>Temperature, $K$</td>
<td></td>
</tr>
<tr>
<td>$V$</td>
<td>Volume, $m^3$</td>
<td></td>
</tr>
<tr>
<td>$x$</td>
<td>Quality</td>
<td></td>
</tr>
<tr>
<td>$\rho$</td>
<td>Density, $kg/m^3$</td>
<td></td>
</tr>
<tr>
<td>$\mu$</td>
<td>Dynamic viscosity, $kg/s.m$</td>
<td></td>
</tr>
<tr>
<td>$\varepsilon$</td>
<td>Porosity (0 to 1)</td>
<td></td>
</tr>
<tr>
<td>$\sigma$</td>
<td>Surface tension</td>
<td>$N/m$</td>
</tr>
<tr>
<td>$\beta$</td>
<td>Volumetric ratio (0 to 1), $V_{cc}/V_{cc,sat}$</td>
<td></td>
</tr>
</tbody>
</table>

Subscript:

1 Upper surface of the wick
2 Inlet of condenser
3 Vapor interface in the condenser
4 Liquid interface in the condenser
5 Condenser outlet
6 Compensation chamber inlet condenser
cc Bottom surface of the wick
$c_c,sat$ Compensation chamber saturation conditions
$e$ Evaporator
$\ell$ Liquid
$s$ Solid
$sat$ Saturated condition
$v$ Vapor
$w$ Wick

I. INTRODUCTION

One of the biggest limitations facing the electronic industry is the availability of an efficient unconventional cooling system which can steadily get rid of the generated heating loads of these electronics. Different methods have been utilized to provide better cooling techniques. One of the heavily investigated approaches involves cooling by integrating loop heat pipe (LHP) into the electronic components package. The LHP utilizes the interfacial force to direct the flow and the thermodynamic force to pump the cooling fluid from the evaporator to the condenser. Satellite manufacturers are interested in such cooling device where no pump is needed and the system is self-circulating, i.e. the system use passive forces to circulate the flow. Having no pump in space applications will reduce the launching price tag and the preservation cost. Scientists try to utilize the passive
forces in the liquid such as thermodynamic effect, capillary effect, osmotic effect, viscosity effect, and expansion effect to create such self-circulating system. The possibility of using LHP cooling technique is started appearing in other common devices such as air-conditioning [2], heat exchanger [3], and heat recovery components.

The LHP starts essentially with applying heat load at the evaporator where vapor starts to develop and temperature starts to rise. The temperature difference between the evaporator and the condenser works as a thermodynamic pump allowing the circulation of the cooling fluid while the interfacial interface direct the flow in the preferred direction. The evaporated liquid in the evaporator starts to move toward the condenser side through the vapor line since the other line, liquid line, is blocked by the vapor-liquid interface in the CPS wick. The interface will hold the pressure preventing any back flow and at the same time providing uninterrupted liquid flow. Hence, the circulated working fluid carries the heat away from the evaporator to the condenser.

Investigating the LHP performance includes many different parameters such as working fluid, optimum wick pore size, working temperature and pressure, evaporator wick properties and design. Chernysheva et al. [4] investigated different modes of the LHP and the effect of cooling fluid distribution in the LHP. Chadratilleke et al. [5] investigated four different working fluids trying to develop a loop heat pipe that can work in a cryogenic temperature range of 4 to 77 K. Also, Chadratilleke et al. [5] showed that the loop heat pipe was able to transport at least 10 times the amount of heat as compared to a solid copper rod of the same size. A diameter optimization was presented by Hölké et al. [6] for a micro coherent porous silicon wick using water as the working fluid. Hölké et al. [6] showed that an effective way to increase the loop heat pipe’s performance is by reducing the pressure drop in the evaporator.

The first patent related to a LHP was issued in the United State of America to Maidanik et al. in 1985 [7]. It is observed that very few theoretical and experimental LHP models are available in the literature. This is due to (1) the complexity of phase change, (2) the different phenomena related to LHP, and (3) the limited amount of data that has been published. Phase change occurs by different mechanisms depending upon many factors such as the temperature difference between the fluid and the hot surface, the surface structure, the gravity, and the fluid pressure. These factors are discussed in different places in the literature and will not be covered here [8]. Many different phenomena related to the LHP which have appeared in the experiments, still need more study and analysis. These phenomena are bubble formation in the compensation chamber, interface oscillation, andwick dry out.

It is important for the LHP designer to know the difference between the capillary pumped loop (CPL) and the LHP. The differences between these two systems are discussed by Nikitkin and Cullimore [9]. The major arrangement design difference is the position of the compensation chamber. In a LHP, the compensation chamber is directly attached to the evaporator while in a CPL the compensation chamber is connected to the evaporator through a piping system. This design difference results in a LHP being more robust and simpler to start.

The effect of leak heat from the LHP evaporator was firstly introduced by Hamdan et al. [10] and Hoang et al. [11]. In this paper, authors found that the amount of leak heat is a critical design parameter and it is function of the convection coefficient in the compensation chamber.

A model of the steady state behavior of the LHP can be found in Kaya [12]. Kaya presents a mathematical steady state model for the LHP with an experimental validation. Launay and Sartre [13] presented a review of recent activity in LHP and concluded that the difficulty of successful LHP parameterize model is due to the strong coupling between LHP parameters, therefore, in this paper the authors decide to utilize EES solver which will allow modeling with variable thermodynamics properties.

Most of the previous studies investigate the cylindrical evaporator geometry while this work presents a flat evaporator model [14]. The optimum parameters of a flat evaporator with Coherent Porous Silicon wick was presented by Hamdan [15]. A flat evaporator used by Cytrynowicz et al. [16, 17] is more convenient in electronic cooling than cylindrical evaporators that are studied more frequently.

II. THEORETICAL MODELING

A schematic diagram of the current LHP is presented in Fig. 1. A piecewise model is used to describe the entire loop including the five major components in the LHP, which are wicked evaporator, compensation chamber, condenser, vapor line, and liquid line. The physical dimensions of the current LHP are listed in Table I. More details about the CPS wick fabrication techniques or LHP packaging is presented in Cytrynowicz et al. [16, 17].

In order to simplify the problem, some assumptions are adopted as follows:

1) A piecewise steady state thermal model is presumed along the LHP.
2) The compensation chamber is at saturated mixture equilibrium conditions.
3) The liquid is leaving the compensation chamber as a single-phase liquid.
4) The vapor-liquid interface in the condenser is assumed to always remain at the condenser entrance. One can anchor the interface to the entrance of the condenser by enhancing the condenser performance or by introducing wick structure to the condenser.
5) The phase change occurs at a constant temperature and pressure.
6) The porous wick is fully wetted with liquid cooling fluid.
7) The vapor and liquid lines and the compensation chamber are insulated and contained single phase flow. Cimbal a et al. [18] reported single phase is applicable for steady state.
8) The flow is laminar, incompressible, and at steady state.
9) Uniform heat flux is applied to the evaporator to assure no periodic flow phenomena [18]. No heat lost from the evaporator is counted since the study focus on actual amount of heat going to the cycle.

**Continuity equation**

The total mass inside the sealed LHP can be calculated by knowing the density distribution through the LHP which is written as follow:

\[
M_{total} = M_{v,cc} + M_{l,cc} + M_{v,pipe} + M_{l,pipe} + M_e
\]  
(1)

\[
M_{out} = \rho_{cc} V_{cc} \beta + \rho_{cc} V_{cc} (1 - \beta) \left( \frac{\rho_v + \rho_e}{2} \right) \pi^2 \ell_v + \rho_v \pi^2 (\ell - \ell_v) + \rho_e V_e
\]  
(2)

Where (\(\beta\)) is the volumetric ratio \(\left( \frac{V_{cc}}{V_{cc}} \right)\) and is determined by calculating vapor volume in compensation chamber to total volume of the compensation chamber (\(\beta = 0.2\) is assumed in the current model). Volume ratio is the vapor space inside the compensation chamber to the total volume of the compensation chamber. The volume ratio would be equal to the porosity of secondary wick if the CC was filled with the secondary wick which is not the case the current modeled LHP.

**Momentum equation**

The working fluid is circulated in the LHP from the evaporator to the condenser through the vapor line and back again to the evaporator through the liquid line. Due to the large latent heat of vaporization of water, a small amount mass flow rate is circulated in the LHP. The small flow rate with the small pipe diameter to length ratio justifies the assumption of laminar fully developed flow for both liquid and vapor flow. For laminar fully developed flow, the pressure losses in the liquid pipe and vapor pipe can be expressed as shown in equation (3) and equation (4), respectively. The effects of joints and bends are not considered in this model.

\[
\Delta P_l = P_l - P_o = \frac{8 \mu_{cc} \dot{m} (\ell - \ell_v)}{\pi \rho_{cc} R^4}
\]  
(3)

\[
\Delta P_v = P_v - P_c = \frac{8 \mu_{cc} \dot{m} \ell_v}{\pi \left( \frac{\rho_{cc} + \rho_{cv}}{2} \right) R^4}
\]  
(4)

**Energy equation**

An energy balance is needed in the evaporator where heat is provided and at the condenser where heat is removed. The tube is insulated and the compensation chamber is at equilibrium. The total heat removed is defined by the following equation:

\[
Q_{in} = \dot{m} (h_i - h_6)
\]  
(5)

\[
Q_{out} = \dot{m} (h_2 - h_6)
\]  
(6)

Since the LHP pipes are insulated, then for a steady state cyclic loop heat pipe the amount of heat leaving at the condenser should equal the amount of heat absorbed at the evaporator, Equation (7).

\[
Q_{in} = Q_{out}
\]  
(7)

**Thermodynamics relations**

To find the solution of the conservation equations (1-7), closure thermodynamics relations are needed. The thermodynamics relations are at the saturation conditions of the evaporator and the condenser which are shown as follow:

\[
h_i = f(T_e, P_e, x_e)
\]  
(8)

\[
h_6 = f(T_o, P_o, x_o)
\]  
(9)

\[
h_2 = h_2
\]  
(10)

\[
h_3 = h_6
\]  
(11)

Equations (1-11) are algebraic equations that can be solved for the unknowns using EES solver techniques. For the present LHP model, the four key independent design parameters are; (1) The total mass charge, \(M\), (2) The condenser temperature, \(T_c\), (3) The total heat removed by the LHP, \(Q\), and (4) The LHP geometry namely pipe diameter and length.

\(P_c\) is the condenser pressure which is saturate pressure. Therefore it is function of saturated temperature \(T_c\). The LHP thermodynamics cycle consists of four main processes which are; (1) Constant pressure heat addition in the evaporator, (2) Constant enthalpy in the insulated liquid pipe, (3) Constant pressure heat rejection in the evaporator, and (4) Constant enthalpy in the insulated vapor pipe.

**III. RESULTS AND DISCUSSION**

Schematics of the main components of the loop heat pipe is shown in Fig. 1. The results of the model were run for three constant condenser temperatures cases: 40, 60 and 80 °C. This study covers a range of steady state heat load of 10 to150 W. Fig. 2 presents the thermodynamics cycle of the loop heat pipe with a condenser temperature of 60 °C as produced by the model.

---

International Scholarly and Scientific Research & Innovation 3(4) 2009 369 ISNI:0000000091950263
In the evaporator, the total heat removed is divided into three parts which are latent heat, sensible heat, and leak heat and are determined as follow:

\[ Q_{in} = Q_{\text{latent}} + Q_{\text{sensible}} + Q_{\text{leak}} \]  

(12)

\[ Q_{\text{latent}} = m\dot{h}_{\text{fg,e}} \]  

(13)

\[ Q_{\text{sensible}} = \dot{m}C_{p}\left(T_{cc} - T_{1}\right) \]  

(14)

\[ Q_{\text{leak}} = h_{cc}A\left(T_{cc} - T_{cc,sat}\right) \]  

(15)

The leak heat occurs between the bottom surface of the wick and the equilibrium compensation chamber and \( T_{cc} \) is calculated as follow, Hamdan et al. [10]

\[ T_{cc} = T_{h} - \left(\frac{Q - m\dot{h}_{\text{fg,e}}}{\frac{mC_{p}\rho_{\text{fg,e}}}{1 - e} - \frac{mC_{p}\rho_{\text{fg,e}}}{k_{\text{eff}}}}\right) \]  

(16)

Where \( k_{\text{eff}} \) is the effective thermal conductivity of the wick and is expressed as \( k_{\text{eff}} = k_{\text{h}}\epsilon + k_{\text{j}}\left(1 - \epsilon\right) \), Kaviany [19].

Utilizing equations (13-16), the results of the ratio of the leak heat and the latent heat to the total heat are shown in Fig. 3. The charts shows that as heat load increase the ratio of the leak heat to the total heat increase while the ratio of the latent heat to the total heat decrease, this is due to the increase on the mass flow rate of cooling fluid which would enhance convection heat transfer to the compensation chamber. Also higher heat load will raise the evaporator temperature which will increase the leak heat to the compensation chamber.

The amount of leak heat is related to the convection heat transfer in the compensation chamber which modeled as thermal resistance. The convection coefficient, \( h_{cc} \), is variable and changes with the mass flow rate and wick configurations. The results of the calculated convections heat transfer coefficient as function of heat load is shown in Fig. 4.

In order to have functional LHP without flow interruption, the compensation chamber needs to be in equilibrium state. To achieve the equilibrium state and to compensate for the heat leaking to the compensation chamber, a sub-cooled liquid need to be provided. The sub-cooled temperature needed is calculated as follow.

\[ T_{b} = T_{cc,sat} + \frac{Q_{\text{leak}}}{\dot{m}C_{p,j,cc,sat}} \]  

(17)

From above model, the evaporator temperature \( (T_{e}) \) and the compensation chamber temperature \( T_{cc} \) are calculated. Also from equation (16) and (17) the compensation temperature and the sub-cooled temperature are calculated, respectively. These four temperatures are reported in Figs. 5-7 for three different condenser temperature settings. From Figs. 5-7, the evaporator temperature (top side of the wick) has close temperature as the bottom side of the wick and this due to high conductivity and low porosity \( (\epsilon = 20\%) \) of the wick. As expected, as heat load increases a lower sub-cooled temperature \( (T_{b}) \) is needed. Figs. 5-7 indicate that for same heat load as condenser temperature increase from 40 oC to 80 oC, the temperature difference decrease. This can be explained by the fact that water saturation temperature to saturation pressure gradient decrease as saturation temperature increase, Fig. 8.

The maximum pressure that the interface can hold depends on the radius of curvature of the pores as well as the solid and fluid properties. It is obvious that point (1) will have the highest pressure in the loop while point (6) will have the minimum one. Also the quality of point (cc,sat) depends on the design sizing of the compensation chamber. The LHP compensation chamber sizing is very critical, Ku [20]. It is required to have the pressure difference between points (1) and (cc,sat) less or equal to the capillary pressure developed in the wick. Also, it is important to maintain point (6) at or below the saturation temperature in order to prevent any bubbles forming in the liquid line. From point (cc,sat) only liquid from the compensation chamber will start moving through the secondary wick to the primary wick.

Utilizing the present model, one can predict the optimum size for the piping system. Fig. 9 shows that having larger tube size is desirable to reduce the pressure drop. Most of the pressure drop occurred in the LHP is due to the vapor region which include the vapor tubes and the evaporator vapor cavity. A higher pressure drop in the pipe mean a higher pressure is needed in the evaporator to drive the working fluid. A higher pressure in the evaporator will lead to a higher temperature in the evaporator which is not desired. The vapor line length has an opposite effect, as the length get larger more pressure is needed to drive the vapor. This indicates that the evaporator temperature will increase with the pumping distance.

IV. CONCLUSION

The performance of a stable LHP was predicted using a simple steady state thermodynamic analytical model. The model used to optimize the LHP conditions: operational and geometrical. It is found that the leak heat from the evaporator due to temperature difference between the wick and the compensation chamber need to be balanced by a sub-cool liquid, otherwise a failure of the LHP operation is expected. This model is able to identify the sub-cooled fluid temperature required to accomplish a functional stable LHP and an equilibrium compensation chamber state. The model predicts that the pipe length to diameter ratio was directly proportional to evaporator temperature.

REFERENCES


Fig. 1 A schematic diagram of the investigated loop heat pipe cycle

Fig. 2 A Temperature-Entropy thermodynamic diagram of the investigated loop heat pipe cycle

Fig. 3 The leak heat and the latent heat ratio relative to the total load Q
Fig. 4 The convection heat transfer coefficient as function of different heating loads, at different condenser temperature

Fig. 5 The steady state temperature–total heat load performance curve at \( T_c = 40 \) C

Fig. 6 The steady state temperature–total heat load performance curve at \( T_c = 60 \) C

Fig. 7 The steady state temperature–total heat load performance curve at \( T_c = 80 \) C

Fig. 8 The saturation temperature-pressure gradient as function of the saturation temperature

Fig. 9 The effect of vapor pipe size and tube length on the evaporator vapor temperature
<table>
<thead>
<tr>
<th>Parameter</th>
<th>Value</th>
<th>Unit</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Working fluid</strong></td>
<td>Water</td>
<td>-</td>
</tr>
<tr>
<td><strong>Evaporator:</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td>● Active area</td>
<td>1</td>
<td>cm²</td>
</tr>
<tr>
<td>● Wick pore radius</td>
<td>2.5</td>
<td>µm</td>
</tr>
<tr>
<td>● Wick porosity</td>
<td>20%</td>
<td>-</td>
</tr>
<tr>
<td>● Wick Thickness</td>
<td>200</td>
<td>µm</td>
</tr>
<tr>
<td>● Silicon conductivity</td>
<td>140</td>
<td>W/mK</td>
</tr>
<tr>
<td>● Vapor cap depth</td>
<td>300</td>
<td>µm</td>
</tr>
<tr>
<td><strong>Vapor line:</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td>● Diameter</td>
<td>0.7</td>
<td>mm</td>
</tr>
<tr>
<td>● Length</td>
<td>300</td>
<td>mm</td>
</tr>
<tr>
<td><strong>Liquid line:</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td>● Diameter</td>
<td>0.7</td>
<td>mm</td>
</tr>
<tr>
<td>● Length</td>
<td>200</td>
<td>mm</td>
</tr>
</tbody>
</table>